Corrigendum

M/s

Dear Sir

Tender for Supply, installation, testing & commissioning of IP based CCTV system at NABARD Vihar, Plot No.3, Sector -66, Mohali – 160022

Please refer to our Notice Inviting Tender Ref. No. NB. PJB. DPSP/ 209 / CCTV/ 2020 -21 dated 09 February 2021 on the captioned work published in our website. In this connection, following are the clarifications/ amendments provided for the issues raised during pre-bid meeting held on 19 February 2021.

<table>
<thead>
<tr>
<th>Page No.</th>
<th>Clause no./Point no.</th>
<th>Component</th>
<th>Issues</th>
<th>Clarifications/Amendments</th>
</tr>
</thead>
<tbody>
<tr>
<td>33</td>
<td>5.5 / 7</td>
<td>Unmanaged Network Switches (8 port and 16 port)</td>
<td>Power input specified as: “Dual redundant power input, PoE – 120 Watt or better”</td>
<td>The specification to be read as: “Power Input:– 230 V AC. Power Output (PoE): 180 watt or better”</td>
</tr>
<tr>
<td>36</td>
<td>5.11 / 7</td>
<td>Rack Features</td>
<td>Size Requirements: 4U racks with minimum 4000 mm depth with all accessories such as PDU, cable manager and hardware</td>
<td>The specification to be read as “Size Requirements: 4U racks with minimum 400 mm depth with all accessories such as PDU, cable manager and hardware”</td>
</tr>
<tr>
<td>51</td>
<td>Bills of Quantities A/5 &amp; 6</td>
<td>8 Port Network Switches</td>
<td>8 Port Network Switches: Qty. 3 16 Port Network Switches: Qty. 1</td>
<td>8 Port Network Switches (PoE): Qty. 3 16 Port Network Switches (PoE): Qty. 1</td>
</tr>
</tbody>
</table>

This corrigendum will form part of the Tender Document.

Sd/-

Rajat Sehgal
Assistant General Manager
NABARD Punjab RO